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This bulletin is intended to provide information pertaining to radon rough-in for a subfloor depressurization system. 

A soil depressurization system requires the following: (See figure 1) Please note that only items A,B and C are required to comply to 9.13.4.

A. Gas Permeable Layer: The space for the movement of soil gases between the ground and the air 
barrier system into which a radon vent pipe is inserted. This layer allows for effective depressurization 
of that space, and functions as the drainage layer required in Article 9.16.2.1. A typical solution is to 
install coarse clean granular material below the floor on the ground. This also provides compliance with 
9.16.2.1.(1) through either the performance path in 9.13.4.3.(2) or the prescriptive path in 9.13.4.3.(3).

B. Vent Pipe: The radon vent pipe must extend to the exterior of the building and terminate in a safe 
location. This pipe must be a min. of 4” in diameter and comply with Article 7.1.3. of CAN/
CGSB-149.11. (Prescriptive termination requirements are like the requirements for plumbing vents. See Article 2.5.6.5. of the 
BCPC) Use the following link for a copy of CAN/CGSB-149.11:
https://publications.gc.ca/collections/collection_2019/ongc-cgsb/P29-149-011-2019-eng.pdf

C. PVC pipes installed completely or in part above grade shall comply with Schedule 40 specifications 
regarding wall thickness, inside and outside diameters and pressure ratings. (NOTE Where possible, radon 
pipe should have a different colour or identifying markings than DWV piping. Additional information on Schedule 40 pipe can be 
found in ASTM E1465 and ANSI/AARST RRNC 2.0.)

D. Depressurization Equipment: After occupancy, if the presence of radon is found then the radon vent 
pipe will need to be mechanically assisted. This is typically achieved by means of a fan installed along 
the pipe, to create a negative pressure in the space between the air barrier system and the ground and 
exhaust soil gases outside the building. Please note that the code does not require installation of a fan 
for compliance with 9.13.4; although installation of a fan should be considered during construction to 
facilitate connection to the equipment in the future.
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SOIL GAS CONTROL (RADON) REQUIREMENTS

*Thank you to the SCRD for sharing the original document. :)
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